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Density Forecasting for Long-Term
Peak Electricity Demand

Rob J. Hyndman and Shu Fan, Member, IEEE

Abstract—Long-term electricity demand forecasting plays an
important role in planning for future generation facilities and
transmission augmentation. In a long-term context, planners must
adopt a probabilistic view of potential peak demand levels. There-
fore density forecasts (providing estimates of the full probability
distributions of the possible future values of the demand) are
more helpful than point forecasts, and are necessary for utilities
to evaluate and hedge the financial risk accrued by demand vari-
ability and forecasting uncertainty. This paper proposes a new
methodology to forecast the density of long-term peak electricity
demand.

Peak electricity demand in a given season is subject to a range of
uncertainties, including underlying population growth, changing
technology, economic conditions, prevailing weather conditions
(and the timing of those conditions), as well as the general ran-
domness inherent in individual usage. It is also subject to some
known calendar effects due to the time of day, day of week, time
of year, and public holidays.

A comprehensive forecasting solution is described in this paper.
First, semi-parametric additive models are used to estimate the
relationships between demand and the driver variables, including
temperatures, calendar effects and some demographic and eco-
nomic variables. Then the demand distributions are forecasted
by using a mixture of temperature simulation, assumed future
economic scenarios, and residual bootstrapping. The temperature
simulation is implemented through a new seasonal bootstrapping
method with variable blocks.

The proposed methodology has been used to forecast the prob-
ability distribution of annual and weekly peak electricity demand
for South Australia since 2007. The performance of the method-
ology is evaluated by comparing the forecast results with the actual
demand of the summer 2007–2008.

Index Terms—Density forecast, long-term demand forecasting,
simulation, time series.

I. INTRODUCTION

E LECTRICITY demand forecasting is a key task for the ef-
fective operation and planning of power systems. Demand

forecasting is concerned with the prediction of hourly, daily,
weekly, and annual values of the system demand and peak de-
mand. Such forecasts are sometimes categorized as short-term,
medium-term and long-term forecasts, depending on the time
horizon.
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Long-term demand forecasting, usually corresponding to the
forecast horizon from several months to several years ahead, is
an integral process in scheduling the construction of new gen-
eration facilities and in the development of transmission and
distribution systems. An overestimate of long-term electricity
demand will result in substantial wasted investment in the con-
struction of excess power facilities, while an underestimate of
demand will result in insufficient generation and unmet demand.

In the literature to date, short-term demand forecasting has
attracted substantial attention due to its importance for power
system control, unit commitment, economic dispatch and elec-
tricity markets. On the other hand, medium- and long-term fore-
casting have not received as much attention, despite their value
for system planning and budget allocation.

The natures of long-term and short-term demand forecasts are
quite different. For short-term forecasting, people are often in-
terested in point forecasts (i.e., forecasts of the mean or median
of the future demand distribution). For long-term forecasting,
point forecasts are of limited interest as they cannot be used
to evaluate and hedge the financial risk accrued by demand
variability and forecasting uncertainty. Instead, density fore-
casts (providing estimates of the full probability distributions
of the possible future values of the demand) are more helpful
and necessary for long-term planning. For example, the National
Electricity Market (NEM) of Australia asks for different levels
of the probability of exceedance (POE) to be provided for all
long-term forecasts [1]. Another difference between short-term
and long-term demand forecasting is in their use of meteorolog-
ical information. It is well known that meteorological variables
are the key inputs for most demand models. For short-term fore-
casts (up to one week ahead), such information can be obtained
from weather services; but it is unavailable for long-term fore-
casts and so a feasible method to generate realistic future tem-
peratures is required.

A wide variety of forecasting techniques have been proposed
in the past few years, mostly assuming short-term forecast hori-
zons. These techniques can be classified into several groups:
statistical models including linear regression and time series
methods [2]–[6]; artificial intelligent approaches including
artificial neural networks and fuzzy logic methods [7]–[12];
and other methods including machine learning, data mining
techniques and grey models [13]–[15]. For long-term demand
forecast horizons, a few researchers have proposed interval and
probabilistic forecasts, notably [6] and [15]. In this paper, a
comprehensive methodology to forecast the density of annual
and weekly peak electricity demand up to ten years ahead is
proposed based on this latter work.

Peak electricity demand in a given season is subject to a
range of uncertainties, including underlying population growth,
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changing technology, economic conditions, prevailing weather
conditions (and the timing of those conditions), as well as
the general randomness inherent in individual usage. To deal
with the various uncertainties and obtain density forecasts,
the relationships between demand and the driver variables
are estimated using semi-parametric additive models. Then
the demand distributions are forecasted using a mixture of
temperature simulation, assumed future economic scenarios,
and residual bootstrapping. The temperature simulation is
implemented through a new seasonal bootstrapping method
with variable blocks.

The proposed methodology has been applied to forecast the
probability distributions of annual and weekly peak electricity
demand up to ten years ahead for South Australia since 2007.
The ten-year probability of exceedance values (conditional on
predicted economic and demographic variables) for various
probabilities including 10%, 50% and 90% have been calcu-
lated in this paper. To evaluate the performance of the proposed
methodology, the actual and forecast results for each summer
are computed. The ten-year forecasts based on data observed
to the end of the summer of 2007–2008 are also computed.
The results show good forecasting capacity of the proposed
methodology at predicting the forecast distribution.

II. DATA DESCRIPTION AND ANALYSIS

A. Load and Temperature Data

The forecasts presented in this paper are for South Australian
“native demand”, being the demand met by both scheduled and
nonscheduled generators supplying the South Australian region
of the NEM. Each day is divided into 48 half-hourly periods
which correspond with NEM settlement periods.

South Australia is Australia’s fourth largest state and is
largely a desert region. The population of about 1.6 million is
heavily concentrated in the capital city, Adelaide, and in nearby
areas. Half-hourly demand data were obtained from Australian
Energy Market Operator (AEMO) from July 1, 1997 to March
31, 2008.

Because our interest is in peak electricity demand, which
occurs without exception in summer for South Australia, only
data from November–March were retained for analysis and
modeling. All data from April–October for each year were
omitted. Thus, each “year” consists of 151 days. Here, the pe-
riod November–March is defined as “summer” for the purposes
of this paper.

Time plots of the half-hourly demand data are illustrated in
Figs. 1 and 2, which clearly show the intra-day pattern (of length
48) and the weekly seasonality (of length ); the
annual seasonality (of length ) is less obvious.

The demand values include relatively large major industrial
loads (from mining companies in South Australia). The half-
hourly major industrial demand is given in Fig. 3. It can be seen
that this load has increased from an average of around 50 MW
to more than double, and is likely to grow strongly in the future.
Although this load can vary considerably over time (e.g., plant
outages at the sites that have sometimes persisted for several
months), the load is not temperature sensitive. Therefore, it will
be considered separately.

Fig. 1. Half-hourly demand data for South Australia from July 1, 1997 to
March 31, 2008. Only data from November–March are shown.

Fig. 2. Half-hourly demand data for South Australia, January 2008.

Fig. 3. Half-hourly demand data for major industries. July 1, 1997–March 31,
2008.

Half-hourly temperature data for two different locations in
high demand areas (Kent Town and Adelaide Airport) have
been considered in this paper. The relationship between demand
(excluding major industrial loads) and average temperature is
shown in Fig. 4, where a nonlinear relationship between load
and temperature can be observed.

B. Demographic and Economic Data

The long-term electricity demand growth is largely depen-
dent on demographic and economic variables. In this paper, the
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Fig. 4. Half-hourly South Australia electricity demand (excluding major in-
dustrial demand) plotted against temperature (degrees Celsius).

Fig. 5. Block diagram of the proposed methodology.

following annual demographic and economic observations, ob-
tained from the Australian Bureau of Statistics (ABS) at the end
of each financial year (June 30), have been considered:

1) estimated residential population;
2) persons per household;
3) number of households;
4) Adelaide CPI;
5) household sector per capita disposable income, in dollars;
6) GSP chain volume estimates, in millions of dollars;
7) average electricity price (residential and business), in cent/

kWh;
8) air-conditioning index (the proportion of households with

an air-conditioning unit).

III. METHODOLOGY FRAMEWORK

Based on the available data described in the previous section,
a new methodology to forecast density forecasts of peak load
up to ten years ahead is proposed. The proposed methodolog-
ical framework is illustrated in Fig. 5, and can be summarized
in three stages: modeling, simulating and forecasting, and eval-
uating.

The relationships between demand and the driver variables,
including temperatures, calendar effects and some demographic
and economic variables, have been established using semi-para-
metric additive models [16]. The model can be split into annual
effects (economic and demographic variables) and half-hourly
effects (temperature and calendar variables), with the two parts
of the model estimated separately. The input variables of the an-
nual model were selected using Akaike’s information criterion
(AIC) and the input variables of the half-hourly model were se-
lected by minimizing the out-of-sample forecasting errors.

In the second stage, the forecast distributions were obtained
from the estimated model using a mixture of temperature and
residual simulations, and future assumed demographic and eco-
nomic scenarios. A new seasonal bootstrapping method with
variable blocks was applied to resample residuals and tempera-
tures. The temperature bootstrap is designed to capture the se-
rial correlation that is present in the data due to weather systems
moving across South Australia. More than 2000 years of tem-
peratures are simulated to estimate the forecast density.

Finally, to evaluate the forecasting performance of the model,
the actual demand of a summer with two different types of pre-
dictions (ex ante forecasts and ex post forecasts) were com-
pared. Specifically, ex ante forecasts are the forecasts made in
advance using whatever information is available at the time. On
the other hand, ex post forecasts are those that are made using
information on the “driver variables” that is only known after
the event being forecast. The difference between the ex ante
forecasts and ex post forecasts will provide a measure of the
effectiveness of the model for forecasting (taking out the effect
of the forecast errors in the input variables). The results show
good forecasting capacity of the proposed model at predicting
the distribution of long-term electricity demand.

The following section will explain the theory and implemen-
tation for each stage in more detail.

IV. MODEL ESTABLISHMENT

A. Model Description

The proposed semi-parametric additive model is in the
regression framework but with some nonlinear relationships
and with serially correlated errors. This is similar to the models
developed by others including [17] and [18], but a large number
of modifications and extensions are proposed to make the
models more general, robust and effective. In particular, the
proposed models allow nonlinear and nonparametric terms
using the framework of additive models [19].

Specific features of the models are summarized below:
• temperature effects are modeled using regression splines;
• temperatures from the last 3 h and the same period from

the last six days are considered;
• economic and demographic variables are modeled linearly;
• errors are serially correlated.
A separate model to the data from each half-hourly period

was fitted. Since the demand patterns change throughout the
day, better estimates can be obtained if each half-hourly pe-
riod is treated separately. This procedure of using individual
models for each time of the day has also been applied by other
researchers [14], [18], [20].
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The model for each half-hour period can be written as

(1)

where
• denotes the demand at time (measured in half-hourly

intervals) during period ;
• denotes the major industrial demand for time during

period (here, major industrial loads are subtracted and
will be modeled separately);

• models all calendar effects;
• models all temperature effects where is

a vector of recent temperatures at Kent Town and is a
vector of recent temperatures at Adelaide airport;

• is a demographic or economic variable at time ; its
impact on demand is measured via the coefficient (these
terms do not depend on the period );

• denotes the model error at time .
The logarithmic demand, rather than the raw demand is mod-

eled. A variety of transformations of demand from the Box-Cox
(1964) class were tried and it was found that the logarithm re-
sulted in the best fit to the available data. Natural logarithms
have been used in all calculations. The effect of this transfor-
mation is that major industrial demand has an additive effect on
demand, but calendar, temperature, economic and demographic
variables have multiplicative effects on demand.

1) Calendar Effects: includes handle annual, weekly
and daily seasonal patterns as well as public holidays:

(2)

where
• takes a different value for each day of the week (the

“day of the week” effect);
• takes value zero on a non-work day, some non-zero

value on the day before a non-work day and a different
value on the day after a non-work day (the “holiday” ef-
fect);

• is a smooth function that repeats each year (the “time
of summer” effect).

The smooth function was estimated using a cubic re-
gression spline. Six knots were chosen at equally spaced times
throughout the summer: 16.6 days, 33.6 days, 49.6 days, 66.6
days, 83.6 days, 99.6 days, 116.6 days and 132.6 days.

2) Temperature Effects: The function models
the effects of recent temperatures on the aggregate demand. Be-
cause the temperatures at the two locations are highly correlated,
these were not used directly. Instead, the average temperature
across the two sites

and the difference in temperatures between the two sites

were both used. These will be almost uncorrelated with each
other making it easier to use in statistical modeling [22]. Then
the temperature effects were included using the following terms:

(3)

where
• is the maximum of the values in the past 24 h;
• is the minimum of the values in the past 24 h;
• is the average temperature in the past seven days.
Each of the functions ( , , , , , and )

was assumed to be smooth and was estimated using a cubic re-
gression spline. Splines with knots at 22 and 29 were used for

, and . For the function , knots at 13.8 and 16.9 were
used. For the function , knots at 18.2 and 22.2 were applied.
For the functions and , knots at 2.2 and were used.
In selecting the knots for the cubic regression splines, different
knot positions and different numbers of knots were tried; the
knot positions that provided the best forecasting performance
were selected in the model.

3) Demographic and Economic Effects: The remaining
terms in the model are the demographic and economic effects
which enter via the summation term

(4)

Thus, each of these variables has a linear relationship with the
demand coefficients .

Because economic relationships are usually relatively weak,
and change slowly, each of these is estimated as a linear term
with the same coefficient for each time period. Furthermore, the
demographic and economic variables were subject to substan-
tial measurement error. Consequently, more complicated rela-
tionships for these variables are not justified.

4) Error Term: The error term will be serially correlated,
reflecting the fact that there are other environmental conditions
that are not captured in this model.

B. Variable Selection

A highly significant model term does not necessarily translate
into good forecasts. It is required to find the best combination
of the input variables for producing accurate demand forecasts.

First, the model has been split into two separate models, one
model based on the annual economic and demographic variables
(the linear terms), and the other based on the remaining variables
which are measured at half-hourly intervals. Thus
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Fig. 6. Top: Half-hourly demand data for South Australia from July 1, 1997
to March 31, 2008. The median annual demand shown as a red line. Bottom:
Adjusted half-hourly demand where each year of demand is adjusted to have
median 1. Only data from November–March are shown.

where is the median non-mining demand for the summer
in which time period falls, and is the standardized non-
mining demand for time and period . The top panel of Fig. 6
shows the original demand data with the median annual summer
values shown in red, and the bottom panel shows the half-hourly
adjusted demand data. Then

(5)

and

(6)

where the two error terms, and , sum to .
1) Temperature and Calendar Variables: A separate model

of the form (5) for each half-hourly period has been fitted, i.e.,
48 half-hourly demand models. For each model, the temperature
and calendar variables were selected through a cross-validation
procedure. That is, the data have been separated into training and
validation sets, and then the input variables are selected by mini-
mizing the accumulated prediction errors for the validation data
set. Here the mean squared error (MSE) is used as the selection
criterion, and only time periods between 12 noon and 8:30 pm
were included in the MSE calculations, since our major concern
is the peak load.

To select the input variables for the half-hourly demand
model, we began with the full model including all temperature
and calendar variables. The predictive value of each variable
in the model was tested independently by dropping each term
from the model while retaining all other terms. Omitted vari-
ables that led to a decrease in MSE were left out of the model in

subsequent tests. Thus, a step-wise variable selection procedure
was carried out based on out-of-sample predictive accuracy.
The following input variables were selected:

• the current temperature and temperatures from the last
2.5 h;

• temperatures from the same time period for the last two
days;

• the current temperature differential and the temperature
differential from the last 6 h;

• the temperature differential from the same time period of
the previous day;

• the maximum temperature in the last 24 h;
• the minimum temperature in the last 24 h;
• the average temperature in the last seven days;
• the day of the week;
• the holiday effect;
• the day of summer effect.
Once the best model was identified, the model was refitted

using all available data.
2) Demographic and Economic Variables: Models of the

form (6) were considered in selecting the various demographic
and economic variables. In addition, lagged average price (due
to the lagged effect of price on demand) and the number of
cooling degree-days for each summer were included. For each
day, the cooling degrees is defined as the difference between the
mean temperature and 18.5 . If this difference is negative, the
cooling degrees is set to zero. These values are added up for
each summer to give the cooling degree-days for the summer.

Because there is so little available annual data, it is not fea-
sible to use out-of-sample tests for variable selection with model
(6). Instead, the corrected Akaike’s information criterion [23, p.
202] is used to select the best model. The corrected AIC can be
expressed as

(7)

where is the log-likelihood of the model, is the number of
parameters in the model and is the number of observations
used in fitting the model. So it is a penalized likelihood method.
The lower the value of the AIC, the better the model.

A large range of models were considered; the best model in-
cluded the GSP, lagged average price and cooling degree days
with the following estimated coefficients.

• The coefficient of GSP was . That is, annual
median demand increases by for
every additional $1 billion of GSP.

• The coefficient of the price variable was 0.0201. That
is, annual median demand decreases by

for every additional cent/kWh that price increases.
• The coefficient of cooling degree-days was .

That is, annual median demand increases by
for every additional 100 cooling degree days.

C. Model Fitting

The predictive capacity of the model has been investigated
by looking at the fitted values. Fig. 7 shows the fitted annual
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Fig. 7. Actual summer demand and summer demand predicted from the model
for annual data.

Fig. 8. Time plots of actual and predicted demand.

median demand. It can be seen that the variables have captured
the underlying trend in electricity demand remarkably well.

These annual fits are combined with the fits from the half-
hourly model (5), so as to obtain estimated demand at each pe-
riod of historical data. These are shown in Fig. 8. Fig. 9 illus-
trates the model prediction for January 2008. The fitted and ac-
tual values are almost indistinguishable showing that the vast
majority of the variation in the data has been accounted for
through the driver variables.

These “predicted” values are not true forecasts as the demand
values from these periods were used in constructing the statis-
tical model. Consequently, they tend to be more accurate than
what is possible using true forecasts.

The difference between actual demand and fitted demand are
known as the residuals; these values are shown in Fig. 10. In this
case, the MAE is 51.4 MW or about 2% of the total variation in
demand.

Fig. 9. Actual and predicted demand for the first three weeks of January 2008.

Fig. 10. Half-hourly residuals (actual-predicted) from the demand model.

The out-of-sample forecast accuracy will, on average, be
worse than the in-sample forecast accuracy. In other words,
the MAE calculated on out-of-sample forecasts will be higher
than the MAE calculated above on in-sample predictions.
In Section VI-B, out-of-sample forecast evaluation will be
considered for the summer of 2007–2008.

V. TEMPERATURE SIMULATION

For forecasting, future values of the input variables are
required, i.e. temperatures and economic data. The long-term
GSP forecasts and pricing scenarios were obtained from
AEMO.

To simulate the temperatures, a new double seasonal block
bootstrap method is proposed, which involves blocks of vari-
able length and variable start position for producing the distri-
bution of half-hourly temperatures across the year. The effec-
tiveness of the proposed method has been validated by repro-
ducing the probability distribution of historical demand using
simulated temperatures.

A. Bootstrap Temperature Resampling

1) Single Season Block Bootstrap: The method of bootstrap-
ping involves randomly resampling historical data. With time
series, it is important to preserve any seasonal or trend patterns
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as well as the inherent serial correlation. The standard method
for bootstrapping time series is the “block bootstrap” [24] which
involves taking random segments of the historical time series
and pasting them together to form new artificial series. There
are obviously a very large number of such series that could
be formulated in this way. A key parameter in the technique
is the length of each segment. This needs to be long enough
to capture the essential serial correlations in the data, but short
enough to allow a large number of possible simulated series to
be generated.

When applied to seasonal time series, it is important that the
length of each segment or block is a multiple of the length of
the seasonal period. [25] calls this a “seasonal block bootstrap”
although we will call it a “single season block bootstrap” to
distinguish it from the double seasonal version to follow.

In a single season block bootstrap, a bootstrap series consists
of whole seasons from the historical data, pasted together in a
different order from how they were observed. For example, if
this was applied to quarterly data from 1980–2007, then the sea-
sonal period is four quarters or one year. A bootstrapped series
of the same length as the original series would consist of a shuf-
fled version of the data, where the data for each year stays to-
gether but the years are rearranged. For example, it may look
like the following:

In this paper, this approach is applied to residuals from a fitted
model which have a seasonal period of 48 half-hourly periods
or one day. The series also show some serial correlation up to
about 14 days in length. So it is reasonable to sample in blocks
of 14 days, or 672 time periods. The whole series would be
divided into these blocks of length 14 days. In ten years of data
(each of length 151 days), there would be 107 complete blocks

as in the first equation at the bottom of the page, where Block
1 consists of observations from days 1–14, Block 2 consists of
observations from days 15–28, and so on.

Then a bootstrap sample is obtained by simply randomly re-
sampling from the 107 blocks. For example, the bootstrap series
may be constructed as in the second equation at the bottom of
the page.

2) Double Season Block Bootstrap: The above approach is
not suitable for temperature simulation because temperatures
contain two types of seasonality: daily seasonality as well as
annual seasonality. If the whole year was taken as the seasonal
period, there would be too few years to obtain enough variation
in the bootstrap samples.

Consequently, a new approach is required. The idea of [25]
for time series such as half-hourly temperatures that involve two
seasonal periods has been extended. Specifically, each year of
data are divided into blocks of length where is an in-
teger. Thus, each block is of length days. For the sake of il-
lustration, suppose . Then block 1 consists of
the first nine days of the year, block 2 consists of the next nine
days, and so on. There are a total of in
each year. The last partial block will consist of only 7 days.

Then the bootstrap series consists of a sample of blocks 1 to
17 where each block may come from a different randomly se-
lected year. For example, block 1 may come from 1999, block
2 from 1996, block 3 from 2003, and so on. The randomly se-
lected years give rise to a large range of possible bootstrapped
series.

The idea is best illustrated in a diagram. The original data can
be arranged as in the third equation at the bottom of the page.
Then one possible bootstrap series may look like in the equation
at the bottom of the next page.

The difference between this and the previous single season
block bootstrap is that here, the blocks stay at the same time of

...
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year as they were observed, although they may randomly move
between years.

One problem with this double seasonal block bootstrap
method is that the boundaries between blocks can introduce
some unrealistic large jumps in temperature. However, this
behaviour only ever occurs at midnight, thus, the phenomenon
is unlikely to be a problem for the simulation purposes in this
paper since we are interested in high temperature.

As explained above, the number of possible values the sim-
ulated series can take on any given day is limited to the spe-
cific historical values that have occurred on that day in previous
years. With ten years of historical data, there are only ten pos-
sible values that any specific point in the simulated series can
take. While calculating statistics such as probability levels for
individual days, it becomes a problem as there is insufficient
variation to obtain accurate estimates.

Consequently, some variation in length and position are intro-
duced. That is, instead of having blocks of fixed length , we
allow the blocks to be of length between days and
days where . Further, instead of requiring blocks
to remain in exactly the same location within the year, we allow
them to move up to days from their original position. This
has little effect on the overall time series patterns provided is
relatively small, and allows each temperature in the simulated
series to take a greater number of different values.

A uniform distribution is used on to se-
lect block length, and an independent uniform distribution on

to select the variation on the starting position for each
block.

This “double seasonal block bootstrap with variable blocks”
performs much better in producing the distribution of tempera-
tures on a given day due to the larger number of potential values
the simulated temperatures can take.

The simulated temperatures are actually adjusted slightly by
adding some additional noise to allow the distribution of daily
maximum temperatures to closely match those observed since
1900. The same noise value is added to each time period in
a block and to both temperature sites. This ensures the serial
correlations and the cross-correlations are preserved.

B. Probability Distribution Reproduction

To validate the effectiveness of the proposed temperature sim-
ulation, the probability distribution of historical demand is re-
produced using known economic values but simulating temper-
atures, and then compare with the real demand data.

Fig. 11. PoE levels for all years of historical data using known economic values
but simulating temperatures.

Fig. 12. Probability distribution of the weekly maximum demand for all years
of historical data using known economic values but simulating temperatures.

Fig. 11 shows PoE levels for all years of historical data using
known economic values but simulating temperatures. These are
based on the distribution of the annual maximum in each year.
Fig. 12 shows similar levels for the weekly maximum demand.
There are three annual maximums above the 50% PoE level, two
annual maximums below the 90% PoE level and no annual max-
imums above the 10% PoE levels. Of the 231 historical weekly
maximum demand values in the past eleven summers, there have
been nineteen above the 10% distribution level and twenty-one
below the 90% distribution level. Therefore, it can be inferred
that the reproduced probability distribution are within the ranges
that would occur by chance with high probability (based on a bi-
nomial distribution). This provides good evidence that the fore-
cast distributions will also be reliable for future years.

...
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Fig. 13. Three future scenarios for major industrial demand and South Aus-
tralia’s GSP and average electricity price. The bottom panel shows the predicted
effect on annual median demand for South Australia.

VI. FORECASTING AND EVALUATION

The distribution of annual and weekly peak electricity de-
mand are forecasted up to ten years ahead, and evaluate the
model performance by comparing the forecasting results with
the real demand data for summer 2007–2008.

A. Forecasting Results

Forecasts of the distribution of demand are computed by sim-
ulation from the fitted model as described above. The temper-
atures at two locations are simulated from historical values ob-
served in 1997–2008 using the proposed double seasonal boot-
strap with variable length. A total of 2000 years of temperature
profiles were generated in this way for each year to be forecast.

Three different future scenarios for GSP, major industrial
loads and average retail price were provided by AEMO and are
shown in Fig. 13. Future major industrial loads have been set
based on the expected level of activity at these sites.

The simulated temperatures, known calendar effects, as-
sumed values of GSP, electricity price and major industrial
demand, and simulated residuals, are all combined using the
fitted statistical model to give simulated electricity demand
for every half-hourly period in the years to be forecast. Thus,
what could happen in the years 2008–2018 are being predicted
under these assumed economic and demographic forecasting

Fig. 14. Distribution of simulated annual maximum demand for 2008–2009 to
2018–2019.

scenarios, but allowing for random variation in temperature
events and other conditions.

To simulate the major industrial demand, , it is assumed
that it takes the form where is the an-
nual major industrial demand and is a (serially correlated)
residual term that is independent of all other terms in the model.
Another single seasonal block bootstrap of length 20 days is
used to simulate and assume is equal to the specified
values in Fig. 13 (the low and base values are identical).

1) Probability Distributions: The forecast distributions of
the weekly maximum half-hourly demand are calculated for
any randomly chosen week in summer, and the annual max-
imum half-hourly demand, using kernel density estimation [26].
Fig. 14 shows the simulated annual maximum demand densi-
ties for 2008–2009 to 2018–2019. Similarly, Fig. 15 shows the
simulated weekly maximum demand densities for 2008–2009
to 2018–2019.

2) Probability of Exceedance: “Probability of exceedance”
levels are also calculated from the simulated data. Suppose
we are interested in the level such that the probability of
the annual maximum demand exceeding is . Then is the

th quantile of the distribution of the simulated demand
values, which can be computed using the approach recom-
mended by [27].

PoE values based on the annual maxima are plotted in Fig. 16,
along with the historical PoE values and the observed annual
maximum demand values. Fig. 17 shows similar levels for the
weekly maximum demand where is the probability of ex-
ceedance in a single year.
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Fig. 15. Distribution of simulated weekly maximum demand for 2008–2009 to
2018–2019.

Fig. 16. Probability of exceedance values for past and future years. High sce-
nario: dotted lines. Base scenario: solid lines. Low scenario: dashed lines.

Fig. 17. Probability distribution levels for past and future years. High scenario:
dotted lines. Base scenario: solid lines. Low scenario: dashed lines.

Fig. 18. Ex ante probability density functions for half-hourly, weekly max-
imum demand and annual maximum demand. Actual values and ex post fore-
casts are also shown.

B. Model Evaluation

To evaluate the forecasting performance, the actual demand
of the last summer of data (2007–2008) has been compared with
two different types of predictions: ex ante forecasts and ex post
forecasts. Specifically, ex ante forecasts are those that are made
using only the information that is available in advance; conse-
quently, 2007–2008 summer demands are calculated using eco-
nomic conditions as assumed in 2007 and simulated tempera-
tures based on models for data up to 2007.

On the other hand, ex post forecasts are those that are made
using known information on the “driver variables”. In this eval-
uation, ex post forecasts for 2007–2008 summer are calculated
using known economic conditions in 2007 and known tempera-
tures for the summer of 2007–2008. Data from the forecast pe-
riod are not used for the model estimation or variable selection.
Ex post forecasts can assume knowledge of the input or driver
variables, but should not assume knowledge of the data that are
to be forecast.

The difference between the ex ante forecasts and ex post fore-
casts will provide a measure of the effectiveness of the model
for forecasting (taking out the effect of the forecast errors in the
input variables).

Fig. 18 illustrates the ex ante forecast density function for
maximum weekly demand and maximum annual demand for
2007–2008.

These graphs demonstrate that the actual demand values fit
the ex ante forecast distributions remarkably well. The upper
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graph provides the best evidence of the performance of the
model. In this case, the 21 actual weekly maximum demand
values all fall within the region predicted from the ex ante
forecast distribution. Although there is only one annual max-
imum demand observed, the bottom graph shows that this also
falls well within the predicted region. Fig. 18 also indicates
the effect of updating and including the ex post economic
information subject to the use of simulated temperatures and
random components. The graphs also show that the uncertainty
associated with the economic variables is very small compared
to the uncertainty due to temperatures and other sources of
variation. However, there is considerable uncertainty associated
with the economic forecasts themselves, especially over the
longer term, since economic relationships might change over
time (e.g., uncertainties about the impact of carbon pricing,
adoption of new efficiency measures and new technologies).

All the numerical studies have been performed using R [28],
running on a PC with 4 GB of RAM and 2.33-GHz clock fre-
quency (duo core CPU). The running time, including training
and forecasting, is about one hour when simulating 2000 years
of temperatures.

VII. CONCLUSION

The major contribution of this paper is to propose a new and
systematic methodology to forecast the density of long-term
peak electricity demand, including modeling, simulating and
forecasting. The key features of the proposed methodology
are that it provides a full density forecast for the peak demand
several years ahead, with quantifiable probabilistic uncertainty.
The demand model is split into annual effects and half-hourly
effects, with the two parts of the model estimated separately.
A new seasonal bootstrapping method with variable blocks has
been implemented to simulate the temperatures. The proposed
methodology captures the complex nonlinear effect of temper-
ature and allows for calendar effects, price changes, economic
growth, and other possible drivers. The forecasting results
demonstrate that the model performs remarkably well on the
historical data.

As with any new methodology, there are some areas for pos-
sible future improvement. For instance, the long-term tempera-
ture patterns are assumed to be stable in this work; however, cli-
mate change is likely to have much more complex and subtle ef-
fects on future temperature patterns and distributions. We are en-
deavouring to incorporate some long-term climate change pre-
dictions into the model. Another area for development is to in-
crease the number of temperature sites in the model. For South
Australia’s geographically concentrated population, two tem-
perature sites may be adequate. But for other regions, a larger
number of temperature sites would be desirable.
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